Poarts List

ITEM[QTY]| SIZE [RATING TYPE MATERIAL [PROJ. OUT FUNCTION ITEM[QTY] SIZE [RATING TYPE MATERIAL [PROJ. OUT FUNCTION
Al 1 4" | MNPT NIPPLE C.S. 6 PRODUCT FILL I |1 6’ | FNPT | COUPLING C.S. - PRI. E-VENT (MORRISON 2440M OR EQUAL VENT) '
B | 2| 4° | FNPT | COUPLING C.s. - SPARE J | 1| 4° | FNPT | COUPLING CS. - GEN. RETURN (4’ X 2’ DTB W/2’ DROP TUBE Underwrlters
c |1 2" MNPT NIPPLE C.S. 6” GAUGE (MORRISON 818 CLOCK GAUGE W/ALUM, AND DIFFUSER) '
DROP PIPE OR EQUAL) K| 1| 4 | FNPT | COUPLING cs. - FUEL FILTER SUPPLY (4’ X 15' DTB W/DROP Laboratorles |nC
D |1 2 FNPT | COUPLING C.S. - MONITOR (PNEUMCERCATOR LEAK DETECTOR OR TUBE & FOOT VALVED LISTED ®
EQUAL> L |2 47 FNPT | COUPLING CS. - STP
E| 1 4 | FNPT | COUPLING C.S. - FILTER RETURN (4 X 2 DTB W/2* DROP TUBE | M | 2 - STD. |LIFTING LUG C.S. - LIFTING LUG
AND DIFFUSER> N[ 2 - - ANGLE C.S. 2’ 2’ X 1/4* ANGLE FOR FILTER MOUNT
Fl1 2* | FNPT | cOUPLING C.S. - PROBE (PNEUMERCATOR HI/LOW PROBE OR o1 - - - C.S. - VERTICAL LADDER W./HANDRAIL
EQUAL>
G| 1 2* | FNPT | COUPLING C.S. - NORMAL VENT (2’ RISER W/NORMAL VENT)
H 1 6’ | FNPT | COUPLING C.S. - |SEC. E-VENT (MORRISON 2440M OR EQUAL VENT)
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CUSTOMER APPROVAL SIGNATURE /DATE: 3,000 GALLON HORIZONTAL D/W ABOVE GROUND TANK CUSTOMER:
ROJECT:
DESIGN DATA IAGENT:
OPERATING PRESSURE —ATMOSPHERIC JOINT DESIGN — PRI./SEC. T—JOINT WELD
SPECIFIC OF GRAVITY — 1.0 ALL LINEAR DIMENSIONS SHALL BE /" AND ANGULAR DIMENSIONS WITHIN +1° EBE§$E| ES
TANK MATERIAL — ASTM A 36 CARBON STEEL INTERIOR SURFACES: SSPC—SP—3 POWER TOOL CLEAN WELDS ONLY REMOVE ALL LOOSE DEBRIS U
PRIMARY TANK: 7 GA EXTERIOR SURFACES: SSPC—SP—6 COMMERCIAL BLAST ONE COAT WHITE URETHANE @5—7mils DFT
P.0. BOX 1279 GOLDSBORO, NC 27533

QUANTITY: ONE (1) REQUIRED

SECONDARY TANK: 7 GA

ALL OPENINGS SHIPPED WITH PVC CAPS/ PLUGS

LABEL/MARKING: UNDERWRITERS LABORATORIES UL—142

FAX: (919)751-8186

PHONE: (919)751-1791
G NUMBER:
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ITEMQTY| SIZE [RATING|  TYPE MATERIAL [PROJ. OUT FUNCTION ITEM[QTY| SIZE [RATING|  TYPE MATERIAL [PROJ. OUT FUNCTION
H| 1 [ 6 [ FNPT | COUPLING CS. - [SEC. E-VENT (MORRISON 2440M OR EQUAL VEND[ A | 1 | 4 [ MNPT [ NIPPLE Cs. 6’ PRODUCT FILL .
I | 1| 6’ | FNPT | COUPLING C.s. —  |PRL E-VENT (MORRISON 2440M OR EQUAL VENTY| B | 2 | 4’ | FNPT | COUPLING Cs. - SPARE Underwrlters
J 1] 4 ] FNPT | COUPLING CS. - GEN. RETURN ¢4“ X 2* DTB W/2” DROP TUBE | C [ 1 | 2° [ MNPT | NIPPLE Cs. 6’ GAUGE (MORRISON 818 CLOCK GAUGE W/ALUM. )
AND DIFFUSER> DROP PIPE OR EQUAL) Laboratones |nC
K| 1] 4 [ FNPT | COUPLING CS. - FUEL FILTER SUPPLY <4“ X 15 DTB W/DROP | D | 1 | 2° | FNPT | COUPLING CS. - MONITOR <PNEUMCERCATOR LEAK DETECTOR OR LISTED
TUBE & FOOT VALVE EQUAL) ®
L | 2 4" [ FNPT | COUPLING CS. - STP E|[ 1] 4 | FNPT | COUPLING CS. - FILTER RETURN (4° X 2° DTB W/2° DROP TUBE
M| 2 - STD. |LIFTING LUG C.S. - LIFTING LUG AND DIFFUSER)
N2 - - ANGLE CS. 2’ 2 X _1/4° ANGLE FOR FILTER MOUNT F |l 1] 2 | FNPT | COUPLING CS. - PROBE (PNEUMERCATOR HI/LOW PROBE OR
o1 - - - CS. - VERTICAL LADDER W/HANDRAIL EQUAL>
G [ 1 [ 2 [ FNPT | COUPLING CS. - NORMAL VENT (2 RISER W/NORMAL VENT)
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FROM THE PRIMARY
TANK W/ EXCEPTION
OF SECONDARY
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